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AMENDMENTS:

1) Amendment 0007, Item 10:

a) Sheet A3.1.1, Section 3/A3.1.1:  Provide footing and reinforcing for the 305 mm
round concrete column as shown on attached Sketch SKE-11, dated 11/19/04.

b) Sheet A3.1.4, Detail 6/A3.1.4:  Revise as shown on attached Sketch SKE-10,
dated 11/19/04.

c) Sheet E0.1.1:  Delete disconnect switch, feeder, and connection to air compressor
AC-1 on MDS-FP one-line diagram.

d) Sheet E0.1.2:  At mechanical unit EB-1 served from HP-3, change keynote
reference from "15" to "13".

e) Sheet E1.3.9:  At Detail #2, in Room 118, change equipment designations "EH3-
1, ET3-1, and EL3-1" to "EH1-1, ET1-1 and EL1-1" respectively.

f) Sheet E1.4.6:  At grid line H-20.8, change equipment designations "EH3-1, ET3-
1, and EL3-1" to "EH1-1, ET1-1 and EL1-1" respectively.

g) Sheet E1.4.9:

1) Detail #2/E1.4.9:  Change equipment designations "EH3-1, ET3-1, and
EL3-1" to "EH1-1, ET1-1 and EL1-1" respectively.

2) Detail #4/E1.4.9:  Delete the combination starter symbol adjacent to the
“DIESEL F.P. BATTERY CHARGER” note.

h) Sheet E1.5.1:  At grid line A-5, delete reference to key note 7 and adjacent wall
mounted symbol.

i) Sheet E1.5.1-A:  At grid line A-5, delete reference to key note 7 and adjacent wall
mounted symbol.

j) Sheet E1.5.7:  At grid line A-29, change key note reference at wall mounted
junction box from 9 to 8.

k) Sheet E4.5.4:

1) In Room 101, provide intercom master station adjacent to desk nearest
exterior entrance door.
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2) In Room 102, provide intercom master station adjacent to desk.

3) In Room 103, provide intercom master station adjacent to desk.

l) Delete Sheet F1.0.3-A from list of drawings.

2) Amendment 7, Item 11:  Delete Sheets C1.3.1-B and C1.3.2-C from list of drawings.

DRAWINGS:

3) Sheet A1.3.0, Plan 1/A1.3.0:  General note near grids 19 and B.  Revise "Minimum R30
Rigid Insulation" to "Minimum R24 Rigid Insulation".

4) Sheet A 3.1.2, Section 2/A3.1.2:  Provide footing and reinforcing for the 305 mm round
concrete column as shown on attached Sketch SKE-11, dated 11/19/04.

5) Sheet E1.3.6:  At grid line H-20.8, change equipment designations "EH3-1, ET3-1, and
EL3-1" to "EH1-1, ET1-1 and EL1-1" respectively.

6) Sheet E1.5.2:  Provide smoke vent control panel on wall adjacent to grid line G-5.
Provide 120V connection to Panelboard EL1-1, circuit #14.

7) Sheet E1.5.8:  Provide smoke vent control panel on wall adjacent to grid line G-28.5.
Provide 120V connection to Panelboard EL1-1, circuit #20.

8) Sheet E4.4.4:  Change Keynote #11 to read “AIR HANDLING UNIT MOUNTED ON
ROOF. DISCONNECT SWITCH PROVIDED WITH UNIT BY DIVISION 15.”

ATTACHMENTS:  Sketches SKE-10 and SKE-11, dated 11/19/04.
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